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Objective: This paper presents a hybrid optimization 
methodology for the optimal location and sizing of 
distributed generators (DG) in electrical distribu-
tion networks. We propose a mixed-integer nonlin-
ear problem (MINLP) model for the mathematical 
formulation, whose objective function is the min-
imizing of power losses due to the Joule effect in 
conductors. The constraints we considered include 
active and reactive power balance, voltage regu-
lation, percentage of penetration of DG into the 
distribution network, and the total amount of DG 
allowed in such network.
Methodology: To solve the MINLP model, we 
employed a master-slave strategy that uses the 
Chu-Beasley genetic algorithm (CBGA) and the op-
timal power flow (OPF) model as the master and 
slave algorithms, respectively. This hybrid technique 
helps reduce the complexity of the MINLP model 
by eliminating binary variables through the master 
algorithm and then solving the resulting nonlin-
ear problem (NLP), which corresponds to the OPF 
model, and uses a classical interior-point method 
available in MATLAB’s fmincon toolbox.
Results: We tested the efficiency and robustness of 
the proposed methodology in 33- and 69-node ra-
dial distribution networks. The results show its high 
performance in terms of power loss reduction and 
final sizing of DG.
Conclusions: The results obtained in the test systems 
under analysis reveal that there is a direct and pro-
portional relationship between technical losses, the 
percentage of distributed generation penetration, and 
the number of generators available.
Keywords: Chu-Beasley genetic algorithm, distrib-
uted generation, hybrid optimization, master–slave 
algorithm, optimal power flow, radial distribution 
networks
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Resumen
Objetivo: En este documento se presenta una metod-
ología de optimización híbrida para la ubicación y el 
tamaño óptimos de generadores distribuidos (DG) en 
redes de distribución eléctrica. Se propone un modelo 
de problema no lineal de enteros mixtos (MINLP) para 
la formulación matemática, cuya función objetivo es 
la minimización de las pérdidas de potencia debido 
al efecto Joule en los conductores. Las restricciones 
incluyen el equilibrio de potencia activa y reactiva, 
regulación del voltaje, porcentaje de penetración de 
las DG en la red de distribución y las DG totales per-
mitidas en dicha red.
Metodología: Para resolver el modelo MINLP, se em-
plea una estrategia maestro-esclavo que utiliza el al-
goritmo genético Chu-Beasley (CBGA) y el modelo de 
flujo de potencia óptimo (OPF) como algoritmos mae-
stro y esclavo, respectivamente. Esta técnica híbrida 
ayuda a reducir la complejidad del modelo MINLP al 
eliminar las variables binarias a través del algoritmo 
maestro y luego resolver el problema no lineal resul-
tante (PNL) que corresponde al modelo OPF, utilizan-
do un método clásico de punto interior disponible en 
la caja de herramientas fmincon de MATLAB
Resultados: Se prueba la eficiencia y la solidez de la 
metodología propuesta en redes de distribución radial 
de 33 y 69 nodos. Los resultados muestran un alto 
rendimiento en términos de reducción de pérdida de 
potencia y dimensionamiento final de DG.
Conclusiones: Existe una relación directa y propor-
cional entre las pérdidas técnicas, el porcentaje de 
penetración de generación distribuida y el número 
de generadores disponible.
Palabras clave: Algoritmo genético Chu-Beasley, gen-
eración distribuida, optimización híbrida, algoritmo 
maestro-esclavo, flujo de potencia óptimo, redes de 
distribución radial.
Acronyms
CBGA: Chu-Beasley genetic algorithm
CG: Conventional generation
DG: Distributed generation
OPF: Optimal power flow
NLP: Nonlinear programming




ΩN Chu-Beasley genetic algorithm
Parameters and sub-indexes
i, ij
Sub-indexes associated with network nodes and 
segments in the DS, respectively
DG
disN Maximum number of DGs allowed in the DS
,maxDG
iP
Maximum active power that can be generated by 
a DG [W]
D
iP Active power demanded at node i [W]
D
iQ Reactive power demanded at node i [VAr]
max
iV Maximum permissible voltage at node i [V]
min
iV Minimum permissible voltage at node i [V]
Yij
Magnitude of the admittance associated with 
network segment ij [S]
α Factor associated with the permissible percentage of DG penetration into the DS [%]
ϕij




iP Active power generated at node i by a CG [W]
DG
iP Active power generated at node i by a DG [W]
CG
iQ Reactive power generated at node i by a CG [VAr]
DG
iQ Reactive power generated at node i by a DG [VAr]
Vi, Vj Magnitude of the voltage at node i or j [V]
xi
Decision variable that takes a value of 1 if the DG 
is located at node i or 0 if it is not
θij Magnitude of the voltage at node i or j [V]
Angle difference of the voltages associated with 
nodes i and j [rad]
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INTRODUCTION
Electrical systems have evolved from conventional 
electrical networks that used traditional power gene-
ration technologies including hydraulic and thermal 
plants (coal, diesel, natural gas, etc.) (Gómez-Expó-
sito, Conejo, & Cañizares, 2017) to systems that take 
advantage of high penetration of distributed ener-
gy resources—mainly wind and solar photovoltaic 
power generation (Hernandez, Velasco, & Trujillo, 
2011; Jain, Singh, & Srivastava, 2014).
This paradigm shift in the structure of power sys-
tems has been driven mainly by the growing glo-
bal concern over the harmful consequences of the 
greenhouse effect, as evidenced in the agreement 
to combat climate change signed in Paris in 2015 
(Montoya, Grajales, Garces, & Castro, 2017). In this 
regard, a great number of governments worldwi-
de have made a commitment to gradually repla-
ce the use of fossil fuels with renewable resources 
for power generation because power systems along 
with transportation systems are the largest producers 
of greenhouse gases into the atmosphere (Ellabban, 
Abu-Rub, & Blaabjerg, 2014). Therefore, to com-
bat the harmful effects of fossil fuel-based power 
generation, various alternative technologies have 
been developed—mainly, distributed solar and wind 
energy resources along with battery-based long-
term energy storage systems (Gil-González, Mon-
toya, Holguín, Garces, & Grisales-Noreña, 2019; 
Montoya et al., 2017).
Several studies have proposed solutions to in-
corporate renewable energies into power systems, 
improve the technical aspects of the network, and 
reduce the environmental impact caused by con-
ventional power generation processes (Balamuru-
gan, Srinivasan, & Reindl, 2012). In particular, the 
authors in (Kaur, Kumbhar, & Sharma, 2014) used 
the sequential quadratic programming technique 
and the branch and bound algorithm for the location 
and sizing of DG; also, they proposed the minimi-
zation of system power losses during peak hours as 
the objective function.
In (Keane & O’Malley, 2005), an analytical me-
thod was implemented for the optimal location of 
multiple DG and an optimal power flow (OPF) mo-
del for their sizing. In that case, the objective was to 
reduce active power losses during a peak demand 
scenario. The authors in (Keane & O’Malley, 2005) 
developed a linear programming-based methodo-
logy to determine the optimal location and sizing 
of DG. The objective function in such study was 
the maximization of the power supplied by such 
generators, considering the classical operating limi-
tations of DS. In (Kansal, Kumar, & Tyagi, 2013), a 
methodology that integrated three different types of 
DG into a DS was presented; its objective function 
was power loss reduction. To solve the problem, the 
authors proposed the use of a metaheuristic algori-
thm known as particle swarm optimization (PSO).
In (Kefayat, Ara, & Niaki, 2015), a hybrid op-
timization strategy combined two algorithms: ant 
colony optimization and artificial bee colony op-
timization. The first algorithm was responsible for 
the location of the DG, and the second for their si-
zing. The objective function was a linear combina-
tion that reduced active and reactive power losses, 
CO2 emissions, investment costs in DG, and an 
index associated with voltage stability. The authors 
in (Kansal, Kumar, & Tyagi, 2016) presented a hy-
brid approach for locating multiple DG. To solve 
the problem, they combined the PSO technique 
with an analytical method for sizing said generators, 
using the reduction of power losses in the DS as the 
objective function. Moreover, in (Grisales-Noreña, 
Gonzalez Montoya, & Ramos-Paja, 2018), the au-
thors proposed a hybrid metaheuristic algorithm to 
locate and size DG in radial distribution networks 
with a master-slave strategy. In the master stage, a 
population-based incremental learning (PBIL) me-
thod was responsible for the optimal location of DG, 
while a PSO algorithm was used for their sizing in 
the slave stage. In said work, the objective function 
was the minimization of active power losses and 
the improvement of the voltage profile.
In this state-of-the-art review, we found that the 
problem of optimal integration and sizing of DG in 
electrical networks using metaheuristic optimization 
techniques is divided into two stages. The first stage 
is in charge of their location, and the second one 
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of their sizing. Also, we determined that one of the 
best alternatives to solve this problem is to combi-
ne different optimization strategies that exploit the 
nature of both subproblems (the discrete nature of 
the location problem and the continuous nature of 
the sizing problem).
Therefore, this paper presents a master-slave hy-
brid optimization technique, where the master pro-
blem defines the location nodes of DG by means 
of a combinatorial optimization metaheuristic me-
thod known as the Chu-Beasley genetic algorithm 
(CBGA) (Chu & Beasley, 1997), whereas the slave 
problem is responsible for sizing such generators 
for each configuration provided by the master sta-
ge. This is achieved by solving an OPF problem 
using the interior-point method available in MAT-
LAB’s fmincon optimization package. We propose 
the reduction of active power losses as the objective 
function, while the constraints evaluate typical cha-
racteristics in the operation of DS, such as active and 
reactive power balance, voltage regulation limits, 
and generation capacities, among others.
The main contribution of this hybrid method, 
which combines the CBGA with the fmincon op-
timization package, lies in the ability of the CBGA 
to solve discrete problems together with the OPF 
that ensures the efficient sizing of DG. Additionally, 
unlike in studies in the specialized literature, our 
proposed master-slave technique can be used to 
analyze different percentages of active power in the 
penetration of DG, as well as to modify the number 
of DG to be located. As a result, this strategy is a 
flexible tool that may be used in problems regarding 
the planning and expansion of electrical networks.
An important new aspect of this study is the pos-
sibility of analyzing multiple distributed generation 
scenarios, which allow us to identify sensitivities be-
tween the number and capacity of DG with respect 
to the reduction of active power losses. This proves 
that solving the problem is still a work in progress, 
and multiple studies should be conducted to find 
better solutions in reasonable computational times.
The rest of this paper is structured as follows. 
Section 2 introduces the mathematical formulation 
of the problem. Section 3 describes the proposed 
master-slave optimization methodology. Section 4 
presents the 33- and 69-node test systems employed 
here. Section 5 details the parameterization of the 
CBGA and the OPF model, as well as the simulation 
scenarios. Section 6 reports the results. Section 7 
draws some conclusions. Finally, a list of references 
is provided at the end of this paper.
MATHEMATICAL FORMULATION
To mathematically describe the problem of optimal 
location and sizing of DG in DS, we used a MINLP 
model, whose objective function was the reduction 
of the DS’ active power losses during peak hours [6, 
19]. The constraints included the traditional opera-
ting characteristics of power flow in DS, the allowed 
DG penetration percentage in the DS, and the num-
ber of DG available. The complete mathematical 
model is presented in equations (1) to (8).
Objective function:
 
  min cos
N N
i j ij ij ij
i j
z V V Y  
 
 
   
 




   cos ,   
N
CG DG D
i i i i j ij ij ij N
j
P P P V V Y i 

       (2) 
 
(2)
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The objective function in equation (1) corres-
ponds to the active power losses in the distribution 
lines as a function of the magnitudes and angles of 
the voltages across all the system busbars and the 
parameters of the conductors. Constraints equations 
(2) and (3) determine the balance of active and reac-
tive power at each node in the system, respectively. 
Equation (4) presents the maximum and minimum 
voltage regulation conditions at each node; equa-
tion (5), the maximum and minimum active power 
values that can be supplied by each DG located at 
node i; equation (6), the percentage of penetration 
in terms of active power generated by the DG; and 
equations (7) and (8) present the maximum number 
of DG allowed in the system and the binary nature 
of the decision variables associated to the location 
of the DG, respectively.
The mathematical formulation presented from 
equations (1) to (8) reveals that the binary nature of 
the decision variables associated with the location 
of the DG makes this a non-differentiable model; 
therefore, traditional derivative-based optimiza-
tion techniques are not applicable (Grisales-No-
reña et al., 2018). This proves that hybrid models 
should be used to separate the binary location pro-
blem from the continuous OPF problem associated 
with the sizing of DG. The next section details our 
CBGA-fmincon method used to address this pro-
blem using a master-slave strategy.
PROPOSED SOLUTION 
METHODOLOGY
To solve the problem of optimal location and sizing 
of DG in DS, we propose a master-slave strategy 
(referred to as hybrid optimization technique in li-
terature) (Grisales-Noreña et al., 2018). This strategy 
involves dividing the MINLP model into two opti-
mization sub problems: the first one corresponds to 
the master algorithm; the second one, to the slave 
problem (Su, 2017; Sun et al., 2015).
Master problem
In the master problem, we define the location of 
the DG nodes by means of the combinatorial op-
timization metaheuristic technique known as the 
Chu-Beasley genetic algorithm (CBGA). Said tech-
nique is very efficient in solving binary optimiza-
tion problems (Mahmoud, Yorino, & Ahmed, 2016), 
such as placing a DG at node i. However, to define 
the adaptation function of the CBGA, we first need 
to find the optimal solution to the slave problem.
Mathematically speaking, the CBGA is responsi-
ble for determining the location of the DG. In other 
words, regarding the mathematical formulation pre-
sented from equations (1) to (8), the CBGA solves 
equations (5) to (8).
   sin ,   
N
CG DG D
i i i i j ij ij ij N
j
Q Q Q V V Y i 

       (3) 
 
(3)
 min maxi i i NV V V i     (4) 
 
(4)



















  (7) 
 
(7)
 {0,1}i Nx i    (8) 
 
(8)
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To calculate the decision vector x = [x1, x2, ..., xn] 
by means of the CBGA, we consider the following 
basic aspects:
a. The initial population is randomly generated 
when there are more than two DG. Its size 
should not exceed ten individuals who must 
be different.
Define the set of variables xi to be enabled so 
that the binary nature required by equation (8) 
is maintained, validate that the maximum num-
ber of distributed generators to be installed is not 
exceeded (equation (7)), and enable constraints 
equation (5) and equation (6) in the nodes where 
distributed generation will be installed.
b. When one or two distributed generators are 
to be located, all possible combinations are 
created in the initial population. In other 
words, an exhaustive search is performed, 
and all the individuals are evaluated in the 
slave algorithm; then, the optimal solution 
would be the individual with the lowest los-
ses. In this case, the optimization process 
ends at this point.
c. Every individual in the population gene-
rated in step a is evaluated using the slave 
algorithm.
d. To select the descendant, four randomly se-
lected individuals in the population parti-
cipate in a tournament that produces two 
winners. We use a single-point crossover and 
a mutation rate with a probability above 90%.
e. If the individuals created in the previous sta-
ge have a number of generators different from 
that assigned for location, a reconstructive 
algorithm is applied to remove extra nodes 
from individuals and to add generators to 
those that need them.
f. The individual with the best adaptation func-
tion from the previous step is selected. Fur-
thermore, if its adaptation function is better 
than that of the worst individual in the po-
pulation and is different from all the others, 
it is admitted into the population. Otherwi-
se, the generational cycle does not alter the 
population.
g. The individual with the best adaptation 
function in the population is selected as the 
incumbent.
h. The process goes back to step d, and the pro-
cedure is repeated until all the generational 
cycles are completed or the adaptation func-
tion of the best individual does not change 
for at least ten continuous generations.
It should be noted that the adaptation function 
corresponds to the technical losses stated by equa-
tion (1) and obtained through the solution proposed 
by the slave algorithm.
Slave problem
After obtaining the locations of the DG in the DS 
during the master stage, the MINLP mathematical 
model presented on equations (1) to (8) is redu-
ced to a nonlinear problem (NLP)—referred to as 
optimal power flow (OPF) problem in literature—
for distribution networks, where the expressions on 
equations (7) and (8) have already been guaranteed 
during the generation of individuals in the master 
stage. The mathematical model that must be solved 
in the slave stage is presented is as follows
Minimizing equation (1) corresponds to the value of 
the adaptation function that is subject to the set of 
constraints defined from equations (1) to (6).
The previous description presents the generic 
mathematical model of an OPF problem, solved 
using MATLAB’s optimization package for nonlinear 
programming problems known as fmincon. This tool 
uses the interior-point optimization method to re-
trieve an optimal feasible solution to said problem.
The DG considered in this study do not have the 
sufficient capacity to control the voltage in the bus-
bars to which they are connected; therefore, they 
are modeled as PQ nodes, where the generation of 
active and reactive power varies and depends on 
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the capacity of the distributed energy resource and 
the electronic power converter.
To clarify the type of problems that the fmincon 
package solves, equation (9) provides an overview 
























Where y is the set of variables of the problem, 
i.e. , , , ,CG DG CG DGi i i i i iy V P P Q Q    ,  , Ni  , being f(y) 
the objective function (1); c(y), the set of nonlinear 
inequalities (null for the OPF problem under study); 
c(y), the set of nonlinear equations that represent 
the balance of active and reactive power (equations 
(2) and (3)); Ay ≤ b, the set of linear inequalities 
(equation (6)); Aeqy ≤ beq, the set of linear equations 
of the optimization problem that generates an emp-
ty set for the OPF problem; and ymin ≤ y ≤ ymax, the 
upper and lower limits of the decision variables as 
presented in equations (4) and (5).
Finally, the syntax for the fmincon package in 
MATLAB is
 min max, 0, , , , , , ,   eq eqy fmincon fun y A b A b y y nonlcon ∣   
where y0 is a feasible point in the solution space, 
and nonlcon is the set of nonlinear constraints. For 
more details about the implementation of NLP pro-
blems in MATLAB, see (MATLAB, n.d.).
Flow diagram
The flow diagram in Figure 1 summarizes the mas-
ter-slave methodology we propose to solve the pro-
blem of optimal location and sizing of DG in DS 
using a hybrid optimization strategy, referred to here 
as CBGA-fmincon.
In this type of hybrid optimization strategies, the 
master algorithm is completely dependent on the 
slave algorithm because the latter guides the former 
in the search for the best solution (Grisales-Noreña 
et al., 2018). Hence, the same master stage with 
different slave strategies might find potentially diffe-
rent solutions (mainly in nonconvex NLP problems). 
This demonstrates that hybrid optimization is still 
an open field of study with great research potential.
START
Load the test system.
Adjust the parameters of the CBGA
and generate the initial population.
Check the feasibility of each so-
lution as described in Fig. 1.
Evaluate the adaptation function as shown in Fig. 2.
Determine if the best individual is el-
igible to join the solution population.
Add one to the iteration counter. t = t + 1.
Check if the incumbent has not improved during a
predefined number of consecutive iterations (counter k ).
t > = tmax or
k > = kmax
?
Select the best solution in the solution population.






Figure 1. Proposed master-slave methodology 
combining the CBGA and MATLAB’s fmincon package.
Source: Authors.
TEST SYSTEMS
In order to evaluate the proposed methodology to 
solve the problem of optimal location and sizing 
of DG in DS, we employed two test systems imple-
mented in the specialized literature (Sahoo & Pra-
sad, 2006): a 33-node test system and the classical 
Baran & Wu 69-node test system.
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Test system 1
This feeder—whose topology is shown in Figure 2, 
has a single conventional generator (slack node in 
busbar 1), 33 nodes, and a radial nature. It operates 
at 12.66 kV and has an active and reactive power 
demand of 3715 kW and 2300 kVAr, respectively. 
Table 1 details the line parameters and the demand 
at each node (Grisales-Noreña et al., 2018).
Test system 2
This test system—whose topology is shown in 
Figure 3, has a single conventional generator (slack 
node in busbar 1), 69 nodes, and 68 feeders. It ope-
rates at 12.66 kV (Sultana & Roy, 2016) and has an 
active and reactive power demand of 3890.67 kW 
and 2693.6 kVAr, respectively. Information about 














26 27 28 29 30 31 32 33
Figure 2. Topology of test system 1.
Source: (Sahoo & Prasad, 2006).
CG
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24 25 26 27
36 37 38 39 40 41 42 43 44 45 46
47 48 49 50 53 54 55 56 57 58 59 60 61 62 63 64 65 66 67 68 69
51
52
28 29 30 31 32 33 34 35
Figure 3. Topology of Test system 2.
Source: (Sahoo & Prasad, 2006).
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PARAMETERIZATION OF THE 
CBGA–OPF METHODOLOGY AND 
SIMULATION SCENARIOS
This section presents the parameters employed to 
solve the problem of optimal location and sizing of 
DG in DS using the master-slave strategy described 
in Section 3, as well as the simulation scenarios.
Parameterization of the CBGA-OPF 
methodology
Parameterizing the CBGA is an essentially heuristic 
process that adjusts the parameters of the optimi-
zation process by trial and error (Chu & Beasley, 
1997). In this paper, we selected the parameters 
presented in Table 2.





Individuals for the tournament 4
Generational cycles 100
Stop due to incumbent 10
Source: Authors.
The CBGA considers a single-point crossover, 
and the dimension of each individual in the popu-
lation is equivalent to the number of nodes in the 
system under study except for the slack node. Mo-
reover, the tournament to select the parents is held 
with the information from the objective function of 
each individual; the two winning individuals (selec-
ted as parents) will be entitled to produce offspring 
through crossover and mutation. At this point, note 
that the two resulting offspring are compared in 
terms of the objective function, and only the one 
with the best performance will be able to join the 
population provided that it meets the diversity cri-
teria and outperforms the worst solution contained 
in the population.
For the OPF model, we used the parameters 
shown in Table 3, which served to implement the 
interior-point method used by the fmincon package, 
as well as its stopping criteria.
Table 1. Information about network segments and 
demand of Test system 1.
Node i Node j Rij [Ω] Xij [Ω] Pj [Ω] Qj [Ω]
1 2 0.0922 0.0477 100 60
2 3 0.4930 0.2511 90 40
3 4 0.3660 0.1864 120 80
4 5 0.3811 0.1941 60 30
5 6 0.8190 0.7070 60 20
6 7 0.1872 0.6188 200 100
7 8 0.7114 0.2351 200 100
8 9 1.0300 0.7400 60 20
9 10 1.0400 0.7400 60 20
10 11 0.1966 0.0650 45 30
11 12 0.3744 0.1238 60 35
12 13 1.4680 1.1550 60 35
13 14 0.5416 0.7129 120 80
14 15 0.5910 0.5260 60 10
15 16 0.7463 0.5450 60 20
16 17 1.2890 1.7210 60 20
17 18 0.7320 0.5740 90 40
18 19 0.1640 0.1565 90 40
19 20 1.5042 1.3554 90 40
20 21 0.4095 0.4784 90 40
21 22 0.7089 0.9373 90 40
22 23 0.4512 0.3083 90 50
23 24 0.8980 0.7091 420 200
24 25 0.8960 0.7011 420 200
25 26 0.2030 0.1034 60 25
26 27 0.2842 0.1447 60 25
27 28 1.0590 0.9337 60 20
28 29 0.8042 0.7006 120 70
29 30 0.5075 0.2585 200 600
30 31 0.9744 0.9630 150 70
31 32 0.3105 0.3619 210 100
32 33 0.3410 0.5302 60 40
Source: Authors.
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Table 3. Parameters of the CBGA.
Parameter Value
Number of iterations 3000
Tolerance to change in the objective function 1 × 10−9
Tolerance to equality constraints 1 × 10−9
Initial voltage value 1 p.u.
Initial angle value 0 rad
Initial power value at the DG nodes 0 p.u.
Source: Authors.
We used the fmincon package, available in MAT-
LAB (2017a version)(MATLAB, n.d.), to solve the 
OPF problem.
Simulated scenarios and considerations
To evaluate the proposed methodology for the optimal 
selection of DG in DS with the CBGA-fmincon mas-
ter-slave algorithm, we applied the following criteria:
a. Three scenarios were simulated. The first sce-
nario (S1) considers a DG penetration rate at 
20% of the active power demand; the second 
scenario (S2) at 40%; and the third scenario 
(S3) at 60%.
b. The maximum active power generation capa-
city of each DG is below or equal to the total 
distributed generation penetration allowed 
in each scenario.
c. In every simulation scenario, all the DG ope-
rate with a unity power factor, i.e. they can 
only generate active power c. 0,   DGi NQ i   .
d. Regarding permissible voltage regulation, the 
voltage at each node after locating the DG 
is 5%. If the problem is not feasible due to 
voltage, this limit is extended to 10%.
e. The maximum number of DG considered is 
equal to three.
f. The voltage and power base values used for 
both test systems are 12.66 kV and 1 MVA, 
respectively.
APPLICATION AND RESULTS
For the implementation of the CBGA-OPF master-slave 
strategy, we used MATLAB (2017a version) on a com-
puter with an AMD A10-8700p Radeon R6 processor, 
8 GB of RAM, and Windows 10 (Single Language).
Results in test system 1
The base case of this test system presents active 
power losses of 210.98 kW, and its lowest voltage 
is 0.908 p.u. at node 18. Table 4 presents the active 
power losses obtained after the proposed methodo-
logy was applied to Test system 1 in each simula-
tion case described in the previous section. Figure 4 
illustrates the voltage regulation of this system in S1, 
and Table 5 lists the location and size of each DG.
The results in Table 5 indicate that the percenta-
ge of DG penetration and the number of generators 
allowed have a direct impact on the minimization 
of the active power losses in the DS.
Table 4. Active power losses in Test system 1.
Scenario Losses [kW] Number of DGs
1 2 3
S1 139.14 130.75 129.94
S2 120.60 94.19 93.70
S3 112.78 87.88 81.33
Source: Authors.
Table 5. Distributed generation in Test system 1.
Scenario
Number of generators Location and size
1 2 3
S1
14 16 32 14 17 32 Node
743 351 392 235 214 294 Cap. [kW]
S2
8 14 31 9 16 33 Node
1486 667 819 516 398 573 Cap. [kW]
S3
7 12 30 15 24 30 Node
2281 1028 1201 581 896 752 Cap. [kW]
Source: Authors.
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Therefore, if we consider the active power losses 
of the system without DG (i.e., 210.98 kW) to be the 
base case, S1 shows a reduction in losses equivalent 
to 34.05% with a single generator, while S3 produ-
ces a reduction of 61.45% with three generators. 
These percentages suggest that there is a direct and 
proportional relationship in Test system 1 between 
the percentage of DG penetration, the number of 
generators allowed, and the reduction in technical 
losses in the system.
Furthermore, Figure 4 presents the behavior of 
the voltage profiles of all the system nodes in S1. 
Note that the voltage regulation of several nodes in 
the base case is above 5%. However, when a 20% 
DG penetration is allowed, the system’s voltage pro-
files can be improved.
It should be noted that the number of generators 
allowed in the system has a significant impact on 
voltage profiles. For instance, when one or three DG 
are employed, voltage regulation is not achieved. 
This occurs because a 20% of active power injec-
tion at a single node of the system cannot affect the 
behavior of the voltages across the entire network in 
the case of a single generator. This also happens with 
three generators because the average injection falls 
below 8%, which does not help modify substantia-
lly the local voltage profiles. However, when two 
generators are used, their average injection at each 
node is around 10%; that and their location (nodes 
16 and 32) allow them to modify all the network 
voltage profiles until the whole system presents a 
regulation below 5%.
Finally, the sizes of the DG in Table 5 suggest 
that the capacities of the DG are evenly distributed 
depending on the scenario under analysis and the 
number of generators allowed. In particular, note 
that in S2 a single generator is assigned a net power 
generation capacity of 1486 kW; two generators, 


















S1 1 DG S1 2 DG
S1 3 DG Base case
Figure 4. Voltage regulation behavior in Test system 1 in S1.
Source: Authors.
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667 kW and 819 kW, respectively; and three gene-
rators, 516 kW, 398 kW, and 573 kW, respectively. 
Nevertheless, when the combined capacities of the 
two and three generators add up, we obtain a net 
installed capacity of 1486 kW, which clearly shows 
that the net installed capacity corresponds to 40% 
of the total power demand regardless of the number 
of generators available.
Results in test system 2
The base case of this test system presents active 
power losses of 242.14 kW, and its lowest voltage 
is 0.9029 p.u. at node 69.
Table 6 presents the active power losses obtained 
after applying the proposed methodology to Test 
system 2 in each simulation case described in the 
previous section. Figure 5 details the voltage profile 
of this system in S2, and Table 7 shows the location 
and size of each DG.
Table 6. Active power losses in Test system 2.
Scenario Losses [kW] Number of DGs
1 2 3
E1 139.06 137.95 138.27
E2 91.90 91.88 91.87
E3 91.08 91.20 84.43
Source: Authors.
Table 7. Active power losses in Test system 2.
Scenario
Number of generators Location and size
1 2 3
S1
62 61 64 62 63 68 Node
778 398 380 272 269 238 Cap. [kW]
S2
61 61 62 61 62 65 Node
1556 780 777 535 532 489 Cap. [kW]
S3
61 59 61 15 60 62 Node
2334 1208 1129 788 784 762 Cap. [kW]
Source: Authors.





















S2 1 DG S2 2 DGs
S2 3 DGs Base case
Figure 5. Voltage regulation behavior in Test system 2 in S2.
Source: Authors.
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We conclude from Table 6 that taking as a re-
ference the base case mentioned above, S1 with 
a single generator shows the lowest reduction in 
active power losses (42.57%), while S3 with three 
generators exhibits the highest reduction (65.13%).
However, Table 6 also suggests that the best solu-
tions are found in S2 because they lead to an average 
reduction in technical losses of 62.05% with a DG 
penetration of 40% regardless of the number of gene-
rators that are installed; nodes 61 and 62 (see Table 7) 
are the most preferred nodes for DG location.
Figure 5 presents the voltage profiles of S2 con-
sidering one to three available DG. Note that the 
base case violates the voltage regulation constraints 
from node 57 onward. Nonetheless, the rest of the 
cases ensure that voltage regulation remains within 
the allowed limits. Additionally, the voltage profiles 
are above 1 p.u. from node 57 onward in the case of 
two generators, which does not occur in the two other 
cases. Finally, the cases with one and three genera-
tors have very similar voltage profiles and only differ 
from node 61 onward. This is evidence that the posi-
tive effect of DG integration on voltage profiles, as it 
keeps them within the allowed ranges in all scenarios.
Comparative results
To validate the performance of the proposed mas-
ter-slave methodology, which integrates the CBGA 
and the nonlinear optimization package (fmincon), 
this section compares it with the methodology propo-
sed in (Grisales-Noreña et al., 2018), where the popu-
lation-based incremental learning (PBIL) algorithm is 
combined with the particle swarm optimization (PSO) 
algorithm to solve the problem of optimal location 
and sizing of DG in radial networks. The authors of 
that study recommend for the base case a distribu-
ted generation penetration equivalent to 40% of the 
power injected by the slack node and a maximum 
capacity of 1200 kW for each DG that is installed.
Figure 6 shows the results of the comparison be-
tween the PBIL–PSO method and the methodology 
proposed here in Test system 1. Note that our propo-
sed hybrid algorithm exhibits superior performance 
regarding the minimization of power losses in each 
scenario under analysis. In particular, Figure 6(a) 
reveals that there was a reduction in power los-
ses of 4.1 kW with one DG, while such reductions 
were 1.6 kW and 0.9 kW, respectively for two and 
three DG. Therefore, these results prove that the 
CBGA-fmincon method is numerically superior to 
the PBIL-PSO reported in (Grisales-Noreña et al., 
2018) for the IEEE 33-node system.
Regarding Test system 2, Figure 6(b) indicates 
that the CBGA-fmincon method is numerically equi-
valent to the PBIL-PSOin the case of two and three 
DG because both methods produced the same ob-
jective function. However, in the case of one DG, 
our proposed method exhibited a slight improve-
ment of 0.5 kW in the objective function. This can 
be considered a positive result because the CB-
GA-fmincon method usually exceeds or matches 
the results reported by the specialized literature. 
The locations of the DG were not included in this 
section because they correspond to those previously 
reported in (Grisales-Noreña et al., 2018).
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Figure 6. Comparison between our proposed method 
and its PBIL-PSO counterpart: (a) Test system 1. (b) Test 
system 2.
Source: Authors.
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CONCLUSIONS AND FUTURE WORK
We proposed a hybrid optimization technique 
that combines the Chu-Beasley generic algorithm 
(CBGA) and the optimal power flow (OPF) model to 
solve the problem of optimal location and sizing of 
distributed generators (DG) in distribution systems 
(DS). This technique divides the original mixed-in-
teger nonlinear programming problem into two sub-
problems that are then sequentially solved using a 
master-slave methodology.
The results obtained in the test systems under 
analysis reveal that there is a direct and proportio-
nal relationship between technical losses, the per-
centage of distributed generation penetration, and 
the number of generators available. Therefore, our 
proposed integration methodology may be very use-
ful for companies in the electricity sector that are 
interested in maximizing the economic benefit of 
using distributed energy resources to improve the 
quality, reliability, and continuity of the service they 
provide to end-users. This happens because our me-
thodology is flexible and can be easily adapted to 
the specific conditions and requirements of each 
distribution company.
Future work can explore economic analyses to 
establish the minimum temporal relationship be-
tween the profits obtained from technical loss reduc-
tion and the costs associated with the installation, 
operation, and maintenance of distributed genera-
tion units considering different demand scenarios.
The integration of distributed generators using 
electronic power converters that control the flow 
of active and reactive power between the electrical 
network and the generator may also be considered. 
This could lead to greater reductions in technical 
losses and a significant improvement in the voltage 
profiles at each busbar.
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